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DOMESTIC INSTALLATION NOTES

1. ALL ITEMS OF SANITARY WARE, ETC. SHALL BE PROVIDED WITH A
"BALLOFIX" TYPE ISOLATING VALVE ON EACH WATER CONNECTION.

2. PLUMBING INSTALLATION SHALL COMPLY WITH THE
WATER REGULATIONS.

3. THE ROUTE OF PIPEWORK SHALL BE CO-ORDINATED IN
CONJUNCTION WITH ALL OTHER MECHANICAL AND
ELECTRICAL SERVICES AND THE BUILDING STRUCTURE.

4. PLUMBING PIPEWORK SHALL BE CARRIED OUT USING
COPPER TUBE TO BRITISH STANDARD BS 2871: TABLE
X. ALL EXPOSED PIPEWORK HALL BE CHROME PLATED.

5. ALL PIPEWORK SHALL BE INSULATED IN ACCORDANCE
WITH THE SPECIFICATION.

6. AFTER THE INSTALLATION IS COMPLETED THE ENTIRE
WATER INSTALLATION SHALL BE FLUSHED OUT AND
DISINFECTED IN ACCORDANCE ACoP L8 & BS6700.

7. DENOTES WASH HAND BASINS WITH A
THERMOSTATIC MIXING VALVE WITH A "FACTORY
"TMV"  SET" BLENDED WATER TEMPERATURE OF 41 C,

[m]

50mm MDPE
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